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C.L. EL. 12’-7 3/8" AIR SUPPLY
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 FLOOR EL. 12’-2"
 TOP MEZZANINE

TOP ENCLOSURE

C.L. EL. 9’-9 1/2" AIR SUPPLY
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TYP. DET "A"

1-SPOOL PIECE DIMENSION TO BE AS SHOWN

2-THE TWO PARTS WILL BE CONNECTING BY BUTT-WELD

WELD, WELDING PROCEDURES, WELDERS, AND WELDING

  OPERATORS SHALL BE QUALIFIED PER ANSI COD B31.3

DET. A NOTES
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SEE DET 1
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DWG. SIZE = 78"X33"

PLOT DATE 02/07/95

SEE PIPING COMPOSITE DRWAING NO. P41050107-600000-00
1- FOR PIPING SPECIFICATION AND GENERAL NOTES

2-CABLE TRAY AND RACE WAYS SYSTEMS DRWAING NO. P41050107-200000-00

5-DEIONIZED WATER PIPING SEE DRWAING NO. P41050107-620000-00

4-CHILLED WATER PIPING SEE DRAWING P41050107-610000-00

3-UTILITY PIPING COMPOSITE SEE DRWAING NO. P41050107-600000-00

1-CABLE TRAY AND UTILITY PIPING SYSTEMS SEE DRAWING SKETCH NO. S07767 1SRIEU8

REFERENCE DRAWING:

AIR SUPPLY
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TOP ENCLOSURE
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INSULATED

NO70°

TOP DOOR COVER EL. 9’-6"

VIC COUPLING OR SOCKET FITTING ONLY NO FLAGES.
NOTE: SPACE BETWEEN PIPIE CL. BASED ON USING
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